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Abstract: -The project work proposes sign regressor least mean square (LMS) algorithm with P&O algorithm for single stage grid-
connected solar PV generator system. For grid synchronization, the proposed algorithm adaptive filtering-based method is designed 
for DC to AC conversion with required rated frequency and voltage values as well as abc phase sequence. The algorithm also seeks 
to include features like harmonic correction and VAR generation, load balancing, and adaptive DC link voltage regulation, among 
others. Additionally, to reduce number of stages in grid-connected solar PV generator system, adaptive P&O algorithm proposed. A 
single-stage three-phase grid connected PV system is used to test the adaptive algorithm with linear as well as non-linear loads. The 
system is simulated in MATLAB with Simulink toolbox. Simulation results obtained show the effectiveness of the applied algorithm 
under steady and dynamic state operations.  
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I. INTRODUCTION 
Renewable energy (RE) is being hailed as the solution for 
combating global warming, climate change, and the continuous 
depletion of fossil resources. As a result, researchers, 
government agencies, and utilities are working together to 
incorporate renewable energy sources into the power grid and 
distribution networks. [1]. Solar energy is the best source of 
renewable energy in the current context since it is clean, 
noiseless, non-polluting, and abundant even in remote areas. 
Voltage instability, reliability, a poor grid infrastructure, and 
degraded power quality are some of the primary potential issues 
when integrating solar photovoltaic (SPV) systems with the 
grid [1]. The SPV system has shown to be a cutting-edge 
technology in the world of power systems, since it has proven 
to be very efficient in giving electricity to remote locations 
where transmission networks cannot reach, as well as being 
simple to install, minimal maintenance, and having a variety of 







The first stage of a traditional double-stage topology 
entails maximum power point tracking, while the second stage 
regulates the extracted power into the distribution network. 
Barnes et al. [2] have shown that for systems with DC link 
voltage larger than 340 V, a single stage design is more 
effective than a double stage topology. In single phase systems, 
single stage architecture has demonstrated its capability, 
resulting in significant losses decrease.  
 
For grid integrated PV systems operating under abnormal grid 
conditions [3], using 12-pulse VSC [4], dual-purpose mode [5], 
and with frequency control [6,] some single-stage topologies 
have already been reported. Furthermore, various MPPT 
(Maximum Power Point Tracking) techniques have been 
discussed and compared in the literature [7], including hill 
climbing or P&O, fuzzy logic control, incremental 
conductance, neural network, FOCV (Fractional Open Circuit 
Voltage), FSCI (Fractional Short Circuit Current), and so on. 
 
Artificial bee colony (ABC) control method [8] and improved 
MPPT controller under partial shading conditions [9] are two 
new advanced MPPT techniques. The P&O technique for 
MPPT can be implemented in two ways, depending on the 
control parameters used, such as reference voltage and duty 
ratio, as detailed in [10-11]. Transferring reactive power to 
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great distances from the grid to meet load requirements has 
been found to be a very ineffective undertaking. 
 As a result, SPV generating equipment can be placed 
close to the load for reactive load correction. SRFT 
(Synchronous Reference Frame Theory) [12], IRPT Voltage 
distortions may cause erroneous tripping of VSC controllers 
and power electronic switches (PES), affecting system 
performance during transition modes.  
THD of generating voltages, generator currents, grid voltages, 
and grid currents has been defined by standards such as IEEE 
519 [28]. [29] discusses a control technique for eliminating 
current harmonics and, as a result, lowering grid supply THD.  
 
The VSC, on the other hand, lacks the capacity to effortlessly 
switch between grid and islanded modes. The authors have only 
discussed smooth transition without improving power quality 
in all of these works on reconfigurable microgrids (seamless 
transition) (PQI). The authors have exclusively considered an 
inverter-based DC voltage generation system in these papers. 
There is no attempt to describe what would happen if the 
reconfigurable system consisted of a mix of direct AC (small 
hydro) and inverter-based DC generation. 
II. CONTROL TECHNIQUE 
The single-stage three-phase system considered for the 
present study consists of two control algorithms, one for extract 
reference DC voltage   and another for VSC. P&O algorithm 
controls the reference DC voltage. Novel SRLMS adaptive 
algorithm is used for UPF operation of VSC. 
 
2.1 P&O Algorithm  
The flowchart for the solar MPP scheme is shown in 
Figure 1. By introducing a changeable perturbation step size, 
the adaptive P&O MPP control solves the oscillations 
difficulties of fixed step based MPP approaches.  
Using a product of short circuit current and ideal 
proportionality constant [36], the control calculates the MPP 
operating point. The perturbation step size tuning process is 
based on irradiance level and operating point oscillations 
around the power maxima, which are referred to as coarse and 
fine tuning, respectively.  
The insolation level of a solar PV array defines the perturbation 
size for coarse tuning, whereas the oscillations around the MPP 
determine the perturbation size for fine tuning. 
 
Fig.1. Flowchart for Perturb and Observe MPPT algorithm 
2.2 Proposed control Algorithm 
The proposed SRLMS algorithm schematic diagram is 
shown in Fig.2. The sensed signals for the proposed algorithm 
are: load currents 𝑖𝑖𝑖𝑖𝑖𝑖, 𝑖𝑖𝑖𝑖𝑖𝑖 and 𝑖𝑖𝑖𝑖𝑖𝑖; PCC voltages 𝑣𝑣𝑣𝑣𝑖𝑖, 𝑣𝑣𝑣𝑣𝑖𝑖 and 
𝑣𝑣𝑣𝑣𝑖𝑖; grid currents 𝑖𝑖s𝑖𝑖, 𝑖𝑖s𝑖𝑖 and 𝑖𝑖s𝑖𝑖; and DC-link voltage 𝑉𝑉𝑉𝑉𝑖𝑖. 
These signals are fed to the controller for extraction of reference 
currents * * *( , , )sa sb sci i i which leads to switching gate pulse signal 
generation for the VSC. The SRLMS-based adaptive control 
technique can be separated into three elements, as indicated in 
fig. 2, namely network synchronization control, voltage control, 
and gating pulse generation control. The voltage across the DC-
link capacitor is regulated by comparing the detected and 
reference values of DC-link voltage in the upper section, 
referred to as voltage control. It employs controllers to force the 
real quantity to match the reference value. The voltage error 
signal (ve) is processed by a traditional PI controller to provide 
'wloss,' a current component that is added to the reference 
current signals generated by network synchronisation control to 
compensate for any energy imbalance in the DC-link. 
{ }( ) ( 1) ( ) ( 1) ( )loss loss p e e i ew n w n K v n v n K v n= − + − − +  (1) 
where, Kp and Ki are gains of PI controller, wloss is an active 
loss component of VSC, and 𝑣𝑣e is the voltage error signal 
*( )dc dcV V− Network synchronization control extracts the 
fundamental component of the control signal ( *si  ) by 
processing the sensed signals. The in-phase (p) and in 
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quadrature (q) unit vectors of the terminal voltages (Vt) are 
calculated using magnitude Vt, and are given by 
2 2 22 ( )
3t ta tb tc
V V V V= + +
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Because VSC is used in UPF mode in this study, only in-phase 
unit vectors are required for active power control. The SRLMS-
based control algorithm calculates the weights (wpa, wpb, and 
wpc) for active power components of load currents. The 
objective here is to minimize. mean square error. And, it is 
achieved by iteratively updating the weights by updation rule 
which is given by, 
{ }( 1) ( ) 2 ( ( ))pa pq a aw k w k e sign p kγ+ = +   (5) 
Where, γ is step size and ea (k) is error defined as, 
( ) ( ) ( ) ( )a La a pae k i k p k w k= −    (6) 
Where, iLa (k) is the sensed load current of ‘a’ phase at the kth 
instant. Similar computations can be made for the active 
weights of phase ‘b’ and phase ‘c’ load currents. Average active 
weight of load currents (wavg) is calculated as, 
( ) / 3avg pa pb pcw w w w= + +    (7) 
to grid 
The total active weight from voltage control and network 
synchronization control is given as 
p loss avgw w w= +     (8) 
The computed weights are then utilized to generate reference 












=      (9) 
 
 
Fig. 2. Schematic of proposed SRLMS based adaptive control 
algorithm for VSC control of PV generator system connected to grid. 
The final section, gating pulse generation control, is made up of 
a hysteresis current controller (HCC) that analyses the signals 
of measured and generated reference grid currents in order to 
generate VSC gating pulses. The reference current signals are 
used to construct a band that controls the sensed current. If the 
measured current exceeds the band's upper limit, the controller 
reduces it by activating the negative voltage switching 
mechanism. If the perceived current exceeds the band's lower 
limit, the controller activates the positive voltage switching 
function, which increases the sensed current. The six gate 
pulses generated are delivered to the VSC. 
III. PROPOSED SYSTEM 
 
Fig.3. Proposed System 
The system configuration given here is for a 30 kW 
SPV system connected to a three-phase grid with the loads 
depicted in Fig. 1. SPV array, linear and nonlinear loads, DC 
bus voltage, DC link capacitance, IGBT (Insulated Gate Bipolar 
Transistor) based VSC rating, interfacing inductances, and the 
ripple filter are among the system components to be designed. 
[22] discusses various models of SPV modules. Villava et al. 
[22] provided a method for modelling an SPV array, which is 
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used to construct and model an SPV array in this study. Figure 
2 shows the details of the SPV array model that was chosen. 
The SPV array employed in this study is designed for a 
maximum power capacity of 30 kW when linked to a 3 phase, 
415 V, 50 Hz system. The number of SPV modules in series is 
predicted to be as follows: 







= = =    (10) 
The number of SPV modules connected in parallel are 
estimated as, 





p Vn or ules
I
= = =   (11) 
As a result, the SPV array with a peak power capacity of 30 kW 
is modelled using 27 series modules and 6 parallel modules. 
The minimum DC bus voltage that must be maintained 
for the VSC must be more than double the peak phase voltage 
at the PCC (Point of Common Coupling) or the grid. As a result, 
[23] is used to calculate the DC bus voltage. 









   (12) 
Where, VLL is grid line voltage and m is the modulation index. 
(Values considered here are m=1 and VLL=415 V). So, the value 
of Vdc is taken as 700 V. 
IV. RESULTS AND DISCUSSION 
The study's system is modelled in MATLAB with the 
Simulink toolkit. The appendix contains a list of the parameters 
used in the simulation. The solar PV generator system consists 
of a 10 kW PV array, a boost converter, and a VSC that 
connects the system to the grid. The gating pulses for VSC are 
generated by the suggested algorithm. To investigate the 
performance of the proposed algorithm under simulated steady-
state and dynamic state settings, linear and non-linear loads are 
attached to the system. 
 
4.1 Proposed control algorithm performance under 
balanced linear load  
The proposed based adaptive control algorithm's 
simulation results under balanced three-phase linear load 
conditions are shown in Fig. 4. The algorithm's UPF control 
action in a grid-connected system is tested using a 20 kVA 
inductive linear load with a 0.8 power factor lag. The load's 
reactive power need is met locally by the VSC, which reduces 
the grid's reactive power demand to zero. The voltages and 
currents on the grid are in phase. Furthermore, the grid current 
THD is 3.04 percent, which is well within the IEEE 519-2014 
norm [19]. As a result, the suggested algorithm can successfully 
run the VSC in UPF mode while preserving the power flow 




Fig.4. Simulation results of proposed control algorithm under 
balanced linear load 
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4.2 Proposed control algorithm performance under 
unbalanced non-linear load 
The SRLMS-based adaptive control technique for 
non-linear load under load unbalancing conditions is shown in 
Fig. 5. A three-phase diode bridge rectifier with RL load (10, 
0.8 mH) is connected as a non-linear load. When the load in 
phase 'a' reaches zero, VSC takes necessary action and begins 
drawing equal and opposite current from the grid. As a result, 
the load and VSC together appear to be a balanced three-phase 
load to the grid from the grid's perspective. Grid currents in all 
phases have stabilized at 8.4 A per phase, down from a peak of 
26.5 A per phase. In addition, isa remains in phase with vsa, 





Fig.5. Simulation results of proposed control algorithm under 
unbalanced linear load 
V. CONCLUSION 
This research proposes a unique sign regressor LMS 
based adaptive control technique for solar PV generator 
systems connected to the grid. The simulation findings show 
that it performs well in UPF mode in both a steady and dynamic 
state of operation, such as irradiation variation and load 
unbalancing at PCC. THD levels of PCC voltage and grid 
current are maintained according to IEEE-519 standards, 
ensuring that power quality criteria are met with both linear and 
non-linear loads. The suggested adaptive algorithm also offers 
additional functionalities of VAR production, harmonic 
correction, adaptive DC-link voltage regulation, and load 
balancing, in addition to preserving the grid-connected system's 
power balance, according to simulation findings. 
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